
  

 
 

 
 

 
 

 
 

 
  

 

 
 

Fire-Rescue Department 

Sprinkler Policies
 

Policy FS – 0407
 

Exposed Sprinklers 

All sprinklers installed in exterior locations, such as beneath canopies, porches, balconies, or in 
open parking garages shall be listed or approved as corrosion resistant.  In addition, such heads 
shall be installed within 20 feet of any opening in enclosed garages. 
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